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SECTION B-B SECTION A-A

HEUMING 44.512
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NOTES:

For construction requirements see Specifications.
Material =14 ga. galvonized steel.

Control enclosure shall be rainproof and dustproof.
For Cabinet Lock Detail see 7.5 3-10.

For painting see Specifications.

Typical installation of Pan and Jack—In Components,
~ee T.5. 3-15.

3/4" Hub with Internal, Standard Pipe Thread.
Use | 1/2" Tee Vent on large Type I Cabinets only (TS, 3-1-2)

Neoprene Sponge Gasket, /4" x 172",
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